.78:CB.SE.:CFO:BWZ:20 (/0. The Chief Fire Officer
Bangalore West, Sheshadri Road,
Highground Fire Station Premises
To, Bangalore - 560 009, Di,j;ﬁ,ﬂém
The Chairman,

S.G.International Public School,
No. 18, Saraswathipuram,
Nandini layout, Bangalore-560 096.

Sir,

Sub - Advice on requirement of fire prevention, fire fighting & evacuation measures
maintained : required to S.G.International Public School, No. 18, Saraswathi-
— Puram, Nandini layout, Bangalore-560 086.
Ref : Request letter DL.

LD DI ISP DD e ¥
With reference to the subject above cited, | wish o state that the premises of

S.G International Public School having 2 Buildings ( Old Building & New Building ) each
comprising ground floor and 3 upper floors situated at No. 18, Saraswathipura, Nandini
layout, Bangalore was inspected by the Regional fire officer, Bangalore west range of
“with respect to fire prevention, fire fighting and evacuation point of view and

S, R

has submitted the details as under;
A. Details of the building / premises -
01. Address of the premises - Mis. 5.G.International Public Schaol,
No. 18, Saraswathipura, Nandini layout,
Bangalore-560 096
s 02.  Number of building . 02 Buildings ( Old Building & New Building )
03. Number of floor . Each Building compnsing Ground floor and

three upper floars.
p04.  Floor-wise details of occupancy -
Old Building Ground floor ©  Councilor room, Nursery A & B rooms,
Principal room, Secretary room & Chairman

road.
1*floor . PTroom 3" A&B 2 rooms, 2" A & B rooms
& 8" A& B 2 rooms,

W

alional Public School
No. 18, Saraswathipuram,
Nandini Layout. Bangalore-560 096
Ph; 0B0-23497428




9% floor . Staff room, 4™ A & B 2rooms, 5" A & B 2
rooms & 8" class room.

3“floor : Vice Principal + staff room, ™ A& B2
rooms, 8" A & B 2 rooms, language room &

grade 10" room.
Music reom, Art & craft room & LKG A,B &C

class rooms.
UKG A, B & C class rooms, 1" A B &C

class rooms.
T j?l.-ibfﬁﬁ* room & computer lab room.

Science lab.
Old Building : 14.30 Mtrs.
New Building : 1430 Mtrs.







05.  Fire precautionary measures: -
A "I'haoxlt ways shall be kept clear always without any obstructions.
Q, ThB exit ways shall be marked with using illuminating paint.
'C. Nofire in any form shall be used in the premises
D. Inflammable and explosive materials should not be stored in the area.
E. ‘No Smoking' boards shall be displayed at appropriate places in the premises.
F Zﬂnargaﬂ::y lights cavering the floors shall be installed.
. The do ors shall not be kept locked / latched ditigs working hours.
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. : hava tu_nyme in the event of an complied with.

| / shall be displayed
ol inﬂ:ﬁwnm written in bold
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The requirement is
complied with.

Manually operated electrical
ﬂm ala:m svsham stwui:l be
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....................................... basement(s) and
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A .- {name of the Insfitution) have complied




